Installation Manual
Custom LED Batten Light

Product Dimension

Product Type Productngir{ll\?Qslilon(mm) :
LB120040W 1198X46.1X65.5 |
LB150060W 1498X46.1X65.5 ﬂ 65.5
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Ceiling Installation

Step 1 Step 2
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A Notes:

* Operation and storage of the luminaire must be within rated
temperature and humidity .Operate within the rated input voltage.

* Keep away from strong electromagnetic radiation source and lightning strike.

« Should the unit mulfunction,return to distributor or reseller.No user

serviceable part inside .Risk of electric shock,don’t disassemble
or attempt to repair the luminaire .

* Do not install or use luminaire if the casing is found to be broken. | 6 |
* The luminaire must be installed by qualified electrician.
* Luminaire should be far away from heat, vibration source
and should avoid contact with any corrosive chemical .
«Never cover the luminaire with heat insallating material. *‘F’Va”a"ty. .
. ; or more information, please contact
*Always turn off power before installation and replacement. the local distributor.
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